Risingsun Facility Planning Area

Designated Management Agency Responsibilities:

· Northwestern Water and Sewer District: the Village of Risingsun, the Village of West Millgrove, Montgomery Township, and Scott Township are members of Northwestern Water and Sewer District. The District is responsible for public sewerage systems in both incorporated and unincorporated areas.


	TABLE ONE

	
	2000
	2030

	Risingsun, Wood County, entire jurisdiction
	620
	542

	West Millgrove, entire jurisdiction
	175
	166

	Montgomery Township Wood County, entire jurisdiction
	1,872
	1,752

	Scott Township, Sandusky Co, entire jurisdiction
	1,502
	1,288

	Perry Township, entire jurisdiction
	1,856
	1,872

	Total Population inside the FPA boundary
	1,017
	896 


The 2000 Census showed West Millgrove’s population as 78 persons in 25 households, but in 2009 was corrected to 166 persons. Hatton is an unincorporated community in Perry Township Section 3, about a mile northeast of West Millgrove. The 2000 Census indicated that Hatton has 12 housing units and a population of 31.

Present Facilities

The Northwestern Water and Sewer District completed a conventional gravity/forcemain sewer system and WWTP in 2008 at a total cost was $4,799,434. Of that cost, $2,468,300 came from grants and local funds. The treatment plant is an extended aeration plant with an average daily design flow of 95,000 gpd; peak hydraulic capacity is 475,200 gpd (330 gpm). Its Class B sludge is disposed of by discharge to a larger POTW with sludge handling facilities. OEPA data shows an average flow of 0.015 mgd, and a peak flow of 0.054 mgd during the period of 2008-2009.
Neither West Millgrove nor Hatton has a public sewerage system. Sewage treatment is handled by individual septic systems.

There are no package sewage treatment plants in this FPA.

Issues

West Millgrove and Hatton are identified as Critical Sewage Areas (see chapter 5) due to failing septic systems identified through sanitary surveys and inspections. New or replacement onsite sewage treatment systems and replacements are not practical or possible in many cases. Many of the suspected or failing systems are on small lots that do not have room for replacement leaching fields or soil conditions are poor due to shallow bedrock, tight silt/clay soils and/or seasonally high ground water.
 . In June 2009 Ohio EPA issued Findings and Orders to Northwestern Water and Sewer District to begin construction of a sewerage system for West Millgrove within 18 months
. The orders do not include Hatton.

The Bays/Bradner Road area was not included in the original sewerage project to serve Risingsun. Following sampling, Ohio EPA issued orders in August 2010 for Northwestern Water and Sewer District to abate pollution and correct unsanitary conditions in the Bays/Bradner area. Service via the forcemain connecting West Millgrove to Risingsun is the proposed  solution.

New Subdivisions

It is the policy of the Plan that all new residential subdivisions that are required to be platted under Wood County subdivision regulations, septic tanks or individual household sewage treatment systems for platted subdivisions of more than five (5) lots shall not be permitted within the FPA boundary. New platted subdivisions shall connect to public sewers and be served by the Risingsun wastewater treatment plant.

Future Needs

· Northwestern Water and Sewer District has prepared plans for sanitary sewers for West Millgrove. The village will connect to the Risingsun system via force main, which could also serve Hatton in the future.

· An income survey was completed in 2009 that shows the Village of West Millgrove with a Median Household Income of $31,000, which qualifies the sewerage project for low interest loans and consideration of grant funding from USDA Rural Development. In 2009 Northwestern Water and Sewer District estimated the cost of building sewers for West Millgrove and connecting to Risingsun at $2.3 Million. 

· Northwestern Water and Sewer District will construct a sewerage system to eliminate unsanitary conditions for the Bays / Bradner Road area within 36 months (2013).

· This Plan supports financial assistance to install sewers and provide treatment for unsewered areas.

	Capital Improvement Schedule – Risingsun FPA

	Table Two

	Project
	DMA
	Total Cost
	Annual Capital Improvement Needs

	 
	 
	 
	2011
	2012
	2013
	2014
	2015
	2016
	2017
	2018

	West Millgrove Sanitary Sewer
	Northwestern Water and Sewer District
	$2,500,000 
	1,000,000
	1,500,000
	 
	 
	 
	 
	 
	 

	Hatton sanitary sewers
	Northwestern Water and Sewer District
	TBD - No orders
	 
	 
	 
	 
	 
	 
	 
	 

	Bays / Bradner Road sewers
	Northwestern Water and Sewer District
	Included in West Millgrove
	 
	 
	 
	x
	 
	 
	 
	 

	 
	 
	$2,500,000 
	 
	 
	 
	 
	 
	 
	 
	 


�  Wood County Home Sewage Treatment System Plan, 2004


�  Ohio EPA: Village of West Millgrove, Director’s Findings and Orders, June 18, 2009


� Ohio Environmental Protection Agency Findings and Orders August 17, 2010
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